**Typical Details**

### Switchboard Details

**POWER AND LIGHTING CHASSIS**


- **Space**

**POWER CIRCUITS**

- **C1-1**, **C1-2**, **C1-3**
- **C3-1**, **C3-2**, **C3-3**
- **C4-1**, **C4-2**

**STREET LIGHTING CIRCUITS AND OR CHRISTMAS LIGHTING CIRCUITS**

- **C2-1**, **C2-2**
- **C4-1**, **C4-2**

**LIGHTING CONTROL**

- **Refer to Sheet 2**

- **Controls**
- **10/1**

**STREET LIGHTING CIRCUITS AND OR CHRISTMAS LIGHTING CIRCUITS**

- **B3**, **B4**, **B5**, **B6**, **B8**, **B9**, **B10**, **B11**, **B12**

**POWER AND LIGHTING CHASSIS**

- **KWHR**
- **SD**
- **PA**
- **New Western Power Supply**
- **4x1c 35m² XLPE/PVC in conduit**

**Western Power**

- **C5-1**
- **C5-2**
- **C5-3**

**Surge Diverter**

- **Connected via a suitably rated protection device.**

**100A Main Switch**

**100A SPD**

**City of Perth**

**Earth**

**Men**

**Anti Condensation Heater and Thermostat**

**Space**

**Design and Construction Note**

603.00

Reviewed: 01/05/2018

This document has been prepared by The City of Perth and is subject to change. It is the responsibility of the user to ensure that this Design and Construction Note has no further revisions by checking at https://www.perth.wa.gov.au